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anrm-i

anrm-i-1anrm-i

1 OF

Anteroom

APMD    AIR PRESSURE MONITORING DEVICE

BLVI    BLIND - VENETIAN, INTEGRAL

CBT/PPE    CABINET - PPE

COH    COAT HOOK

DDG    DISPENSER - DISPOSABLE GLOVES

DFP    DOOR AND DOOR FRAME PROTECTION

DHS    DISPENSER - HAND SANITISER

DHT    DISPENSER - PAPER HAND TOWEL

DSA    DISPENSER - SOAP, ANTISEPTIC

GL    GLAZING

HWB/B    HAND WASH BASIN - TYPE 'B'

LIND/S    LINEN CARRIER - DIRTY, SINGLE

LS/R    LIGHT SWITCH - ROOM

PO/C    POWER OUTLET - CLEANER'S

SBK    SPLASHBACK

SK4    FLOOR VINYL COVED SKIRTING

TAP/ST    TAPWARE - SENSOR TAP

V1    VINYL FLOORING, STANDARD SLIP RESISTANT

WBC/50    WASTE BIN - CLINICAL, 50 LITRE

WBG/20    WASTE BIN - GENERAL, 20 LITRE

WPF    WALL PAINT FINISH

ELEVATION 2

ELEVATION 3
ELEVATION 4
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2



GENERAL NOTES:

THIS DRAWING TO BE READ IN CONJUNCTION WITH R.D.S.

(ROOM DATA SHEETS) WHICH TAKES PRECEDENCE. 

ALL SERVICES INDICATED ARE INDICATIVE AND SUBJECTED TO 

DETAILED PROJECT SPECIFIC ENGINEERING DESIGN.

CEILING LEGEND:

GRID LINE                    

CEILING TYPE                       

HEIGHT ABOVE F.F.L.                       

ELECTRICAL LEGEND:

MECHANICAL LEGEND:

FIRE SERVICES LEGEND:

SMOKE DETECTOR                       

CORNICE TYPE                       

EXHAUST AIR GRILLE

(ONLY FOR NEGATIVE PRESSURE ROOMS)

SUPPLY AIR GRILLE 

(ONLY FOR POSITIVE PRESSURE ROOMS)

SPRINKLER                       

PB-PC2

2700

PB-PC3

2700

CL OF BASIN

L/LL

L/LL

L/DR

CL OF ROOM

CL OF ROOM
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Anteroom

PB-PC3 PLASTERBOARD FLUSH SET CEILING, PAINT FINISH WITH

PLASTERBOARD SQUARE SET CORNICE

REFLECTED CEILING PLAN
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L/DR LIGHT - DOWNLIGHT,RECESSED

L/LL LIGHT - LED LIGHT

ISOMETRIC VIEW 01 ISOMETRIC VIEW 02
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