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Computer Training Room

PLAN

CAC    CABLE ACCESS CAP

CHR/E    CHAIR - ERGONOMIC, OFFICE

CMP    COMPUTER

COM/1    COMMUNICATION OUTLET - SINGLE

COM/2    COMMUNICATION OUTLET - DOUBLE

CPT    CARPET

DK/WS    DESK - WORKSTATION

KP    KICKPLATE

LS    LIGHT SWITCH

LS/DD    LIGHT SWITCH - DOWNLIGHT DIMMER

LS/R    LIGHT SWITCH - ROOM

OP    OBSERVATION PANEL

PO/1    POWER OUTLET - SINGLE

PO/2    POWER OUTLET - DOUBLE

PO/C    POWER OUTLET - CLEANER'S

PR/C    PROJECTOR - CEILING MOUNTED

PRS/C    PROJECTION SCREEN, CEILING MOUNTED

SK7    TIMBER SKIRTING

TP/HS    TELEPHONE - HANDSET, STANDARD

WPF    WALL PAINT FINISH

ELEVATION 1
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ELEVATION 2

ELEVATION 3 ELEVATION 4
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GENERAL NOTES:

THIS DRAWING TO BE READ IN CONJUNCTION WITH R.D.S.

(ROOM DATA SHEETS) WHICH TAKES PRECEDENCE. 

ALL SERVICES INDICATED ARE INDICATIVE AND SUBJECTED TO 

DETAILED PROJECT SPECIFIC ENGINEERING DESIGN.
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ACT-PC4 DROP IN TILES WITH POWDERCOAT ALUMINIUM CORNICE,

SHADOW LINE

REFLECTED CEILING PLAN

3

L/LL LIGHT - LED LIGHT

L/DD LIGHT - DOWNLIGHT, DIMMABLE
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