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Lounge - Recovery, Stage 2 (Typical Bay)

AW    ARTWORK

BLVI    BLIND - VENETIAN, INTEGRAL

BRCSB    BRACKET - SUCTION BOTTLE

BRCTVW    BRACKET - TELEVISION, WALL MOUNTED

CG    CORNER GUARD

CHR/RE    CHAIR - RECLINER, ELECTRIC

COM/2    COMMUNICATION OUTLET - DOUBLE

COM/IPTV    COMMUNICATION OUTLET - INTERNET PROTOCOL TELEVISION

CPT    CARPET

DDG    DISPENSER - DISPOSABLE GLOVES

DHS    DISPENSER - HAND SANITISER

EC    EMERGENCY CALL

LS/R    LIGHT SWITCH - ROOM

MA    MEDICAL AIR

O2    OXYGEN

PC    PATIENT CALL

PCH    PATIENT CALL HANDSET

PO/1    POWER OUTLET - SINGLE

PO/1E    POWER OUTLET - EMERGENCY, SINGLE

PO/C    POWER OUTLET - CLEANER'S

S    SUCTION

SAC    STAFF ASSIST CALL

SB    SUCTION BOTTLE

SK4    FLOOR VINYL COVED SKIRTING

TB/L    TABLE - LOW

TV    TELEVISION

V1    VINYL FLOORING, STANDARD SLIP RESISTANT

WPF    WALL PAINT FINISH

ELEVATION 1

ELEVATION 2
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GENERAL NOTES:

THIS DRAWING TO BE READ IN CONJUNCTION WITH R.D.S.

(ROOM DATA SHEETS) WHICH TAKES PRECEDENCE. 

ALL SERVICES INDICATED ARE INDICATIVE AND SUBJECTED TO 

DETAILED PROJECT SPECIFIC ENGINEERING DESIGN.
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ISOMETRIC VIEW

REFLECTED CEILING PLAN
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ALUMINIUM CORNICE, FLUSHED AGAINST WALL
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REV DESCRIPTION DATE BY

1 FIRST ISSUE 24.10.10 CC

2 GENERAL REVISION 30.08.11 SK

3 GENERAL REVISION 31.10.12 CT

 REV DESCRIPTION DATE BY

4 GENERAL REVISION 27.01.23 AM


	Sheets
	1 - PLAN
	2 - RCP


