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Room Name | Procedure Room, 25m RDS Room Code proc-25-i
BH/PB BULKHEAD - PLASTERBOARD, PAINT FINISH V1 VINYL FLOORING, STANDARD SLIP RESISTANT
BNL BENCH - LAMINATE V6 VINYL FLOORING, NON SLIP - TEXTURED
BRCPM BRACKET - PATIENT MONITOR WBC/50 WASTE BIN - CLINICAL, 50 LITRE
BRCS BRACKET - SHARPS WBG/20 WASTE BIN - GENERAL, 20 LITRE
BRCSB BRACKET - SUCTION BOTTLE WPF WALL PAINT FINISH
C LOCK WPP WALL PROTECTION PANEL
CBD/FAL | CUPBOARD - FULL HEIGHT, ADJUSTABLE SHELVES, LOCKABLE WV WALL VINYL
(BD/UBL | CUPBOARD - UNDER BENCH, LOCKABLE
(BD/WL CUPBOARD - WALL MOUNTED, LOCKABLE
MP COMPUTER G OF WALL 5600 G OF WALL
oM/ COMMUNICATION OUTLET - SINGLE
(oM/2 COMMUNICATION OUTLET - DOUBLE B , 600 Ea E,OF BED/PROCEDURE  EQ
s CURTAIN - PRIVACY SCREEN 2 s LGHT e '{
CTPS CURTAIN TRACK - PRIVACY SCREEN z BRCPM
DDG DISPENSER - DISPOSABLE GLOVES S =S = — —
DFP DOOR AND DOOR FRAME PROTECTION ws | [ O) =
' ) &
DHS DISPENSER - HAND SANITISER E];i";;—; gg@'s n
DHT DISPENSER - PAPER HAND TOWEL CBD/FAL tlﬁ' ‘\) OPTIONAL DOOR TO
DSA DISPENSER - SOAP, ANTISEPTIC - PU/IN1 CLEAN UTILITY
EC EMERGENCY CALL S R O e
I || — N4 i ,'
FR/DRS FRIDGE - DRUG, SMALL g I E: = 3 el /
HWB/A HAND WASH BASIN - TYPE ‘A’ o oI @ el /
VS IV STAND - MOBILE S 1 3| J/
w — it
L/PC LIGHT - PROCEDURE, CEILING MOUNTED S T o |
o .
LS/R LIGHT SWITCH - ROOM 25 2 3#
MA MEDICAL AR m T
MON/C MONITOR - CARDIAC U Lpc M FLOOR=V1 !
N20 NITROUS OXIDE 2 ! |
~ 1 1
02 OXYGEN = ) ous(} |
PC PATIENT CALL |
PCH PATIENT CALL HANDSET ! I
PO/1 POWER OUTLET - SINGLE | 9
)ﬁ ]
PO/1E POWER OUTLET - EMERGENCY, SINGLE
P0/2 POWER OUTLET - DOUBLE <\(|5 ___________ aes L
PO/2E POWER OUTLET - EMERGENCY, DOUBLE Sia
PU/IN1 PUMP - INFUSION, SINGLE I!F i
]
S SUCTION | | 2| |
n 1
SAC STAFF ASSIST CALL e WBG/20 el
sB SUCTION BOTTLE : ! e =1 Iglifﬁgssfﬁg
WBC/50 / i
SBIN SHARPS BIN H H
'& ;)’ 1\ i CLEAR OPENING
SBK SPLASHBACK HE R3] = [mtzis I
sC SCAVENGE OUTLET ‘ ‘ 1
DDG DSA  DHT 1600 CLEAR OPENING
SKL FLOOR VINYL COVED SKIRTING L
sp SERVICES PANEL 2150 i
STAM STOOL - ADJUSTABLE, MOBILE P N { OF BASN
STCH STRETCHER LA
T/PR TROLLEY - PROCEDURE
TAP/ST TAPWARE - SENSOR TAP
TP/HH TELEPHONE - HANDSET, HANDSFREE
G OF BED
3000 3000
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I8 < MoN/C—h
CBD/WL VS i 6= S¢ BRCPM N -
o Tto Ly . 7
1800 4 ! FEI08 1800 (0PTIONAL) | N 10P K—CPS
r N W E— \ 1] Il
K—(BD/FAL : SIS U o e H N
1500 U/t 55588vwd gaf s sl il 1500 : N oHs
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I n WPP 7SS WPH e ' [
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Room Name | Procedure Room, 25m RDS Room Code proc-25-i
GENERAL NOTES:
THIS DRAWING TO BE READ IN CONJUNCTION WITH RD.S.
(ROOM DATA SHEETS) WHICH TAKES PRECEDENCE.
ALL SERVICES INDICATED ARE INDICATIVE AND SUBJECTED TO { OF RooM QEE:TED/PRUCEDURE
DETAILED PROJECT SPECIFIC ENGINEERING DESIGN.
CEILING LEGEND:
| CEILING TYPE
| CORNICE TYPE
PB-PC2 BH/PB
2700 | HEIGHT ABOVE FFL. 2200 | =
e 4 —O— 1 =
BH/PB BULKHEAD - PLASTERBOARD, PAINT FINISH e '_'_'_'_'L%_' '_!'_'_'_'_' N &
PB-PC3 PLASTERBOARD FLUSH SET CEILING, PAINT FINISH | g
WITH PLASTERBOARD SQUARE SET CORNICE ' g
—_ GRID LINE s
— -l 2
| SETOUT PROCEDURE a
' LIGHT
ELECTRICAL LEGEND: P> |
[=}
2 O————C—————e-O——
5 L7tc L/cc L7Cc
O LIGHT - COLOUR CORRECTED ! |
(O L/DR | LIGHT - DOWNLIGHT, RECESSED | .
I [PB-PC3 :
| [3000 i
| )
MECHANICAL LEGEND: P Tps
[
@) ;
L7tc L/ ! L7cc
SUPPLY AR GRILLE !
1
@ 5
L/DR !
1
I I
RETURN AR GRILLE
G OF BASIN
FIRE SERVICES LEGEND:
SMOKE DETECTOR
® SPRIKLER REFLECTED CEILING PLAN
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