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GENERAL NOTES:
THIS DRAWING TO BE READ IN CONJUNCTION WITH RD.S.
(ROOM DATA SHEETS) WHICH TAKES PRECEDENCE.
ALL SERVICES INDICATED ARE INDICATIVE AND SUBJECTED TO
DETAILED PROJECT SPECIFIC ENGINEERING DESIGN.
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