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Store - Sterile Stock, 40m²

PLAN

ELEVATION 1

AS    ADJUSTABLE SHELF

BNW    BENCH - WORKSTATION

BTS    BARCODE TRACKING SYSTEM

CBD/W    CUPBOARD - WALL MOUNTED

CHR/EH    CHAIR - ERGONOMIC, HIGH

CMP    COMPUTER

CR    CRASH RAIL

DFP    DOOR AND DOOR FRAME PROTECTION

L/PT    LIGHT - PELMET TASK LIGHT

OP    OBSERVATION PANEL

PC2    PLASTERBOARD CORNICE, FLUSHED COVED

SHWM    SHELVING - STAINLESS STEEL WIRE MESH - MOBILE

SK4    FLOOR VINYL COVED SKIRTING

T/I    TROLLEY - INSTRUMENT

TP/WM    TELEPHONE - WALL MOUNTED

V1    VINYL FLOORING, STANDARD SLIP RESISTANT

WPFSR    WALL PAINT FINISH, SCRUB RESISTANT
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ELEVATION 2

ELEVATION 3

ELEVATION 4

AS    ADJUSTABLE SHELF

BH    BULKHEAD

BNW    BENCH - WORKSTATION

BTS    BARCODE TRACKING SYSTEM

C    CLOCK

CBD/W    CUPBOARD - WALL MOUNTED

CHR/EH    CHAIR - ERGONOMIC, HIGH

CMP    COMPUTER

COM/1    COMMUNICATION OUTLET - SINGLE

COM/2    COMMUNICATION OUTLET - DOUBLE

CR    CRASH RAIL

DFP    DOOR AND DOOR FRAME PROTECTION

L/PT    LIGHT - PELMET TASK LIGHT

LS/P    LIGHT SWITCH - PELMET TASK LIGHT

LS/R    LIGHT SWITCH - ROOM

OP    OBSERVATION PANEL

PBSR    PLASTERBOARD FLUSH SET CEILING, SCRUB RESISTANT PAINT FINISH

PC2    PLASTERBOARD CORNICE, FLUSHED COVED

PO/2    POWER OUTLET - DOUBLE

SHWM    SHELVING - STAINLESS STEEL WIRE MESH - MOBILE

SK4    FLOOR VINYL COVED SKIRTING

T/I    TROLLEY - INSTRUMENT

TP/WM    TELEPHONE - WALL MOUNTED

WPFSR    WALL PAINT FINISH, SCRUB RESISTANT
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GENERAL NOTES:

THIS DRAWING TO BE READ IN CONJUNCTION WITH R.D.S.

(ROOM DATA SHEETS) WHICH TAKES PRECEDENCE. 

ALL SERVICES INDICATED ARE INDICATIVE AND SUBJECTED TO 

DETAILED PROJECT SPECIFIC ENGINEERING DESIGN.

CEILING LEGEND:

CEILING TYPE                       

HEIGHT ABOVE F.F.L.                       

ELECTRICAL LEGEND:

MECHANICAL LEGEND:

FIRE SERVICES LEGEND:

SMOKE DETECTOR                       

CORNICE TYPE                       

HEPA FILTER GRILLE           
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Store - Sterile Stock, 40m²

REFLECTED CEILING PLAN

4
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L/LL LIGHT - LED LIGHT

BH/PBSR BULKHEAD - SCRUB RESISTANT PLASTERBOARD, PAINT FINISH

PBSR-PC2 SCRUB RESISTANT PLASTERBOARD FLUSH SET CEILING,

PLASTERBOARD CORNICE, FLUSH COVED
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Store - Sterile Stock, 40m²
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ISOMETRIC VIEW 01
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