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Treatment Bay - Chemotherapy

PLAN

BD/IM    BED - INPATIENT, MANUAL

BLR    BLIND - ROLLER

BRCCM    BRACKET - CARDIAC MONITOR

BRCSB    BRACKET - SUCTION BOTTLE

BRCSOT    BRACKET - SHARPS ON TROLLEY

BRCTVC    BRACKET - TELEVISION, CEILING MOUNTED

CBS    CURTAIN - BED SCREEN

CHR/RE    CHAIR - RECLINER, ELECTRIC

CHR/VP    CHAIR - VISITOR, PATIENT

COM/1    COMMUNICATION OUTLET - SINGLE

COM/2    COMMUNICATION OUTLET - DOUBLE

COM/IPTV    COMMUNICATION OUTLET - INTERNET PROTOCOL TELEVISION

CTBS    CURTAIN TRACK - BED SCREEN

EC    EMERGENCY CALL

IVS    IV STAND - MOBILE

LS/RL    LIGHT SWITCH - READING LIGHT

MA    MEDICAL AIR

MON/PV    MONITOR - PHYSIOLOGIC, VITAL SIGNS

O2    OXYGEN

PC    PATIENT CALL

PCH    PATIENT CALL HANDSET

PO/1    POWER OUTLET - SINGLE

PO/1E    POWER OUTLET - EMERGENCY, SINGLE

PO/C    POWER OUTLET - CLEANER'S

PU/IN2    PUMP - INFUSION, DOUBLE

S    SUCTION

SAC    STAFF ASSIST CALL

SB    SUCTION BOTTLE

SBINT    SHARPS BIN - ON TROLLEY

SHL    SHELF - LAMINATED

SK4    FLOOR VINYL COVED SKIRTING

SP    SERVICES PANEL

T/D    TROLLEY - DRESSING

TB/O    TABLE - OVERBED

TV    TELEVISION

V1    VINYL FLOORING, STANDARD SLIP RESISTANT

WBCY    WASTE BIN - CYTOTOXIC

WPF    WALL PAINT FINISH

WPP    WALL PROTECTION PANEL

2

ELEVATION 1

ELEVATION 2
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L/LL L/LL

L/LLL/LL

L/RL

TV SUSPENDED

ON CEILING MOUNTED 

BRACKET WITH PO/1

AND COM/IPTV

L/LL L/LL

L/LLL/LL

L/RL

TV SUSPENDED

ON CEILING MOUNTED 

BRACKET WITH PO/1

AND COM/IPTV

ACT-PC5

2700

GENERAL NOTES:

THIS DRAWING TO BE READ IN CONJUNCTION WITH R.D.S.

(ROOM DATA SHEETS) WHICH TAKES PRECEDENCE. 

ALL SERVICES INDICATED ARE INDICATIVE AND SUBJECTED TO 

DETAILED PROJECT SPECIFIC ENGINEERING DESIGN.

CEILING LEGEND:

GRID LINE   

ELECTRICAL LEGEND:

MECHANICAL LEGEND:

FIRE SERVICES LEGEND:

SMOKE DETECTOR   

SPRINKLER    

CEILING TYPE                       

HEIGHT ABOVE F.F.L.                       

CORNICE TYPE                       

PB-PC2

2700

SUPPLY AIR GRILLE  

TILE CEILING GRID (600 X 600)

RLS Room Code

RDS Room Code
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Treatment Bay - Chemotherapy

2

REFLECTED CEILING PLAN

ISOMETRIC VIEW

L/LL LIGHT - LED LIGHT

L/RL LIGHTING - READING LIGHT

ACT-PC5 ACOUSTIC CEILING TILES WITH  POWDERCOAT

ALUMINIUM CORNICE, FLUSHED AGAINST WALL
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